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6-0" I0"OR LESS 8 MIN.
TAPPING SLEEVE AND VALVE Il 2" 4-0"
70 12"OR MORE 9 MIN.
WATER SERVICE TAP 6 2" 3 M. /6" OR LESS 50 30
WASTEWATER SERVICE TAP 6 2" 3 MIN. /5"OR LESS 50 30
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REQUIREMENT :

SLOPE OF TRENCH WALLS AND/OR
TRENCH PROTECTION MUST MEET
O0.SHA STANDARDS, NO EXCEPTIONS.

TAPPING EXCAVATION PIT




